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dated May 11, 2020, and stamped received May 14, 2020, except as modified by 

the following conditions. 

 

c. The following Planning Engineering conditions shall apply:  

 

1. Retention basins must drain within 36 hours. Minimum drywell spacing in the 

retention basin shall be 50 feet. 

 

2. This site is encumbered by federal patent easements. No new 

improvements may be constructed within the easements. Certain entities 

have the right to work within or otherwise use these easements which may 

cause damage to or removal of the existing perimeter fence and/or 

material located within the easements. Approval of this application does 

not constitute permission to interfere with or use the easements in any way. 

 

3. A minimum 25 foot separation is required between retention basins and 

septic facilities. 

 

4. Engineering review of planning and/or zoning cases is for conceptual 

design only all development and engineering design shall be in 

conformance with Section 1205 of the Maricopa County Zoning 

Ordinance; Drainage Policies and Standards; Floodplain Regulations for 

Maricopa County; MCDOT Roadway Design Manual; and current 

engineering policies, standards and best practices at the time of 

application for construction. 

 

5. Detailed Grading and Drainage Plans indicating that the site will drain 

towards the retention basin(s) will be required with the submission of 

building/grading permit application(s). 

 

d. The applicant/property owner shall submit a ‘will serve’ letter for fire protection 

services for the project site. A copy of the ‘will serve’ letter shall be required as part 

of the initial construction permit submittal.  

 

e. The following IND-2 IUPD standards shall apply:  

1. Front Yard 5-feet 

2. Side Yard, 0-feet 

3. Corner Side Yard, 0-feet 

4. Rear Yard, 0-feet 

5. Enclosure and Screening, existing 6’(h) chain link 

 

f. The zone change is applied to restrict the use of the site. Until such time as the site 

is served by sewer, uses on the site shall only be those acceptable to the Maricopa 

County Environmental Services Department (MCESD) that can be 

accommodated by septic systems. A public water system and public sewer 

system shall be required prior to establishment of any non-residential use that 

requires potable water. 

 

g. The granting of this change in use of the property has been at the request of the 

applicant, with the consent of the landowner.  The granting of this approval allows 
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the property to enjoy uses in excess of those permitted by the zoning existing on 

the date of application, subject to conditions.  In the event of the failure to comply 

with any condition, the property shall revert to the zoning that existed on the date 

of application.  It is, therefore, stipulated and agreed that either revocation due 

to the failure to comply with any conditions, does not reduce any rights that 

existed on the date of application to use, divide, sell or possess the property and 

that there would be no diminution in value of the property from the value it held 

on the date of application due to such revocation of the Zone Change.  The Zone 

Change enhances the value of the property above its value as of the date the 

Zone Change is granted and reverting to the prior zoning results in the same value 

of the property as if the Zone Change had never been granted. 

  
Presented by: Eric R. Smith, Planner  

Reviewed by: Matthew Holm, AICP, Planning Supervisor 

 

Attachments: Case Map (1 page) 

 Site Plan (reduced 8.5”x11”, 2 pages) 

 Narrative Report (6 pages) 

 Engineering comments (2 pages) 

 MCESD comments (1 page) 

 City of Phoenix comment(1 page)  

 

 


















